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Transformer 0.4/11kV, 630kVA 

400V university network 11kV grid 
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Block Diagram of Micro-Grid 

 

 

 

 

 

 

                                                                                                                                                  University load 

                                     PV-I1,….PV-I5=110kVA 

 

 

 Grid Connected 

 PV Inverters                       Hydro-Generators 

                                                              G1=600kW 

 

                                                               

 

 

 

 

                                          Pumps:  P1,……..P6=100kW 

 

 

                                                                                                                                                         


